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St. John's Daycare
Water Sampling Lead Analysis Report

1. INTRODUCTION

1.1. GENERAL

This report presents the results of our water sampling performed at the site of

St. John's Daycare, 4950 Oakman Blvd., Detroit ML, on June 1st, 2016. The sample
results taken in conjunction with this investigation are also presented on Appendix
1.

1.2. OBJECTIVES AND SCOPE
In general, the objectives of this investigation were to:

Accurately evaluate water outlets for lead above the EPA Maximum Contaminate
Level (MCL).

1.3. AUTHORIZATION
Authorization was provided by phone for our Professional Services by Demetrius
Danforth on April 21st, 2016.

2. SITE INVESTIGATIONS

2.1. FIELD PROGRAM
In order to sample and evaluate water, GSES took six samples, a First Draw sample
and a Flush sample, from three different locations on the site.

The field portion of our investigation was under control and continual supervision
of an experienced member of our field scientist staff.

2.2 LABORATORY TESTING

2.2.1. General

In accordance with ASTM D3559 and the U.S. Environmental Protection Agency
guidelines for lead in drinking water at schools and child care facilities, we took two
samples: first draw and flush, which is the required testing standard for drinking
water lead contamination.
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Results of the tests indicate that the water is below the threshold for lead
contamination. A copy of the lab report and Chain of Custody is attached (Appendix
1).

3. DISCUSSIONS AND RECOMMENDATIONS

3.1. DISCUSSIONS OF FINDINGS
The water results are below the threshold for lead contamination.

We appreciate the opportunity of providing this service for you. If you have any
questions concerning this report or require additional information, please do not
hesitate to contact the undersigned.

Respectfully submitted,

IO =

Michael Etters nica Starks, CIEC
Field Scientist Principal

Council-certified Indoor Environmental
Consultant Board-awarded by the
American Council for Accredited
Certification
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Appendix 1, Lab Results, Chain of Custody
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APPENDIX 1
Laboratory Results and Chain of Custody
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Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356788
6/23/2016 Ygso @@Wm\
Customer:  G.S. Group Source: St. Johns Daycare, DC-Basement-KC-04-P
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, Ml 48203 Source State: M|

Date/Time Received:  6/15/2016 15:00
Collected by: A. Hayden
The results herein conform to TNI and ISOHEC 17025:2005 standards, where applicable, uniess otherwise narrated in the body of the report. The
uncertainty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an aslerisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard"  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards,
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the {aboratory can detect a contaminant,
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant Method Standard  Units LRL EZ"“‘M  DF DateTme  Date  DatefTime

Sampled = Prepped  Analyzed

Inorganic Analytes - Metals

These test results may be used for compliance purpose as required.

Analyst Tests
EC 200.8

James Abston, Operations Manager

This report cannot be repraduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1t of 1 356785 Lead Only Date Printed: 6/23/2016 10:14:30 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, Ml, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356786
612312016
Customer:  G. S. Group Source: St. Johns Daycare, DC-Basement-KC-01-F
Monica Starks . .
17800 Woodward Ave #200 Source City: Detroit
Detroit, Mi 48203 Source State:MI

Date/Time Received:  6/15/2016 15:00
Collscted by: A. Hayden
The results herein conform to TNI and ISONEC 17025:2006 standards, where applicable, unless otherwise narrated in the bady of the report. The
uncertainty of the test results are available upan request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level {MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest leve] that the laboratory can detect a contaminant.
"DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant  Method Standard  Units LRL  Llevel DF Date/fme  Date  DateTime

Detected . Sampled _ Prepped  Analyzed

Inorganic Analytes - Metals
08 0015 mgll 0001 0003 1 /2016 0690

1030  Lead

/212016

These test results may be used for compliance purpose as required.

[Analyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid,
Page 1 of 1 356786 Lead Only Date Printed: 6/23/2016 10:14:30 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356787
6123/2016
Customer:  G. S. Group Source: St. Johns Daycare, DC-Basement-BBF-02-P
Monica Starks .
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: Ml

Date/Time Received:  6/15/2016 15:00
Collected by: A. Hayden
The results herein conform to TNI and ISOAEC 17025:2005 standards, where applicable, unless atherwise narrated in the body of the report. The
uncertainty of the test results are available upon request, All Dates and Times are reporied as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or one of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can dalect a contaminant.
"DF” This column indicates the contaminant dilution factor.
Report Notes:
Fedld# Contaminant - Method Standard  Units | LRL  leve  DF DatefTime Dale Dgtejﬁmé ~
- - . -  Deteded = Sampled = Prepped  Analyzed

inorganic Analytes - Metals

f03  Losd

These test results may be used for compliance purpose as required.

iAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Ltd,
Page 1 of 1 356787 Lead Only Date Printed: 6/23/2016 10:14:30 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
{440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356788
6/23/2046
Customer:  G. S. Group Source: St. Johns Daycare, DC-Basement-BBF-02-F
Monica Starks . )
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI 48203 Source State: Ml

Date/Time Received:  6/15/2016 15:00
Collected by: A Hayden
The results herein conform to TNI and ISO/EC 17025:2005 standards, where applicable, uniess otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reporied as U.S. Eastemn Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

"ND” This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
“DF" This column indicates the contaminant dilution factor,
Report Notes:
Fedld# Contaminant _ Method Standard  Units LRL  tevd  DF DatefTme - Déié” Datéﬁime ~
- - ~ : . . Deleded _Sampled = Prepped Analyzed

inorganic Analytes - Metals

eumis

These test results may be used for compliance purpose as required.

{Analyst Tests

§Ec 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid
Page 1 of 1 356788 Lead Only Date Printed: 6/23/2016 10:14:30 AM




Laboratory ID: 0055 : National Testing Laboratories, Ltd
556 South Mansfield, Ypsilanti, MI, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356789
6/23/12016
Customer:  G. S. Group Source: St. Johns Daycare, DC-Basement-GBF-03-P
Monica Starks ) i
17800 Woodward Ave #200 Source City: Detroit
Detroit, MI1 48203 Source State:Mi

DatefTime Received:  6/15/2016 15:00
Collected by: A. Hayden
The results herein conform to TNI and ISO/IEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
uncertainty of the test results are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked wilh an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level (MCL) or one of the Standards of
Quality.

“ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NA" Not Analyzed
"Standard”  This column indicates either the Maximum Contaminant Level {(MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the laboratory can detect a contaminant.
"DE" This column indicates the confaminant dilution factor.
Report Notes:
Fedid# Contaminant Method Standard  Units  LRL tovel gF Date/Time . b Date/Time

‘Deta“qed; . Sampled - Prepped Analyzed

Inorganic Analytes - Metals

1030 lead 2008 0015 mgh o001 ND 1 @Ap0t6 0830

These test results may be used for compliance purpose as required.

iAnalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of National Testing Laboratories, Lid.
Page 1 of 1 356789 Lead Only Date Printed: 6/23/2016 10:14:31 AM




Laboratory ID: 0055 National Testing Laboratories, Ltd
556 South Mansfield, Ypsitanti, Mi, 48197-5166
(440) 449-2525, Fax: (440) 449-8585

ANALYTICAL REPORTS
SAMPLE CODE: 356790
6/23/2016
Customer:  G. S. Group Source: St. Johns Daycare, DC-Basement-GBF-03-F
Monica Starks i ]
17800 Woodward Ave #200 Source City: Detroit
Detroit, M1 48203 Source State: M|

Date/Time Received:  6/15/2016 15:00
Collected by: A. Hayden
The results herein conform to TNI and ISONEC 17025:2005 standards, where applicable, unless otherwise narrated in the body of the report. The
unceriginty of the test resulls are available upon request. All Dates and Times are reported as U.S. Eastern Time.
Legend:

Any ‘Level Detected’ marked with an asterisk (*) indicates that the value has exceeded the EPA Maximum Contaminant Level {MCL) or ane of the Standards of
Quality.

"ND" This contaminant was not detected at or above our lower reporting limit (LRL)
"NAY Not Analyzed
“Standard”  This column indicates either the Maximum Contaminant Level (MCL) for EPA Primary Standards or the guideline values for EPA
Secondary Standards.
"LRL" This column indicates the Lower Reporting Limit, which is the lowest level that the {aboratory can detect a contaminant,
“DF" This column indicates the contaminant dilution factor.
Report Notes:
Fedid# Contaminant Method Standard  Units LRL Level DF DalefTme  Dae  DatefTime
‘ o ~ . Detected . ‘Sampled ~ Prepped Analyzed
Inorganic Analytes - Metals
%0 teed | W08 G015 wgl 000l WD a gipole e i

These test results may be used for compliance purpose as required.

nalyst Tests

EC 200.8

James Abston, Operations Manager

This report cannot be reproduced, except in full, without the written approval of Nationa Testing Laboratories, Lid.
Page 1 of 1 356790 Lead Only Date Printed: 6/23/2016 10:14:31 AM




ational Testing

General Compliance

&.aberatones, l.td Order Number: 2077504 1547 25
Order Date: 05/16/2016
Quality Waiar Anelpis Sample Number. AL
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lsb Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #

Date Sampled :W;{W{_wawf_éw

Please Use Military Time, e g 3:.00pm = 15.00

Check Time Zone: EﬁEST D CSTMST[PST
ST. Jobhnsg S}ci;& Coufe

Cilent Name:

= 4150 Oukpron Bivel,

2123 - %35 -44 00

e Number

PWE ID¥ (if applicable):

NA

Sampile 1D or Soures: D{ Bt&mg\*ﬂ!\c Ol -P

Lab Comments/Special Instructions:

State Forms:

Lab Sample Informfion:

Bot Type: [] Spring [ Well [3/ Municipal [T} Surface Date Received:\__| "JUN 1 §/2ﬂ1§
[:] Other.
Time Received:t | 15 :ﬂ@
City & State: Dotrott M Received By: |
({f Diffarent than Abova) y:
[ sample recaipt criteri cfmi ed & acceptable
Sample Callected %y_wzé_‘ /}/ {1 Deviations from table sample receipt criteria noted
{Signature) on PSA form.
Sample Collected By: g7 ,l/aw/w\
(Pleate Print)
Form Completed By: [ .. HMO&&V\
J
Additianal Comments:
The Yocedion grtw\.f{u/(/ 15 G\xﬂmf‘.{xre T his 35 ‘;.ma_;oh sy

F:('S“E D(‘C\,}_'Q

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALI IDATE RESULTS




General Compliance

ational Testing
Labaratories, Lid. Order Number: 2077504
" Order Date: 05/16/2016 35418
Quality Wtor Aryis Sample Number: AR R mimn
1-800-458.3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To; TSR: BF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit Ml 48203 Payment §:
Check &
Lab Comments/Special Instructions:
Date Sampled Méﬂ 5 wfwfwi é B

Time Sampled: & 30 Piease Use Mibtary Time, & g 3 00pm = 15,00

mrmmsmeiinnts * o s

Check Time Zone: H&ST [JesT[msT]PsT

Client Name: ¢ 0| Da,}/ Cole
Y150 _oclmman. Blyol .
PFR Mumber: 217~ 235- Yo o0

PWS 1D# (if applicable): NA State Forms:
Sample 1D or Source: S O -
p"’ Basernent he-O1l-F Lab Sample Information:
Source Type: [] Spring O well Qf Municipal [ Surface Date Received: JUN 1 5 2016
[[] Other: '
N Time Received: / !’ ) 6‘0
City & State: Pedro i‘%’ ML Received By: ‘
“(If Different than Above)
[7] sampie recaipt criterif ehej cad & acceptable.
Sample Collected By %% [ Deviations from accdptab sample receipt critena noted
7 (Signature) on PSA form
Sampie Collected Ry: ‘?orogx Hg“up&m
(Pleasé'Pnnt)

Form Completed E&y; iqo.roh, Hﬂt} (T A

Additional Comments: ‘i:f:
“The locodion E)w!exl 15 o Daycace. Wl i,

—Hugh,

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




tional Testin. General Compliance
Laboratories, Ltd, Order Number: 2077504
P Order Date: 05/16/2016
Quality Water Analysis Sample Number: 1356787 _ TIIEI0A
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #:

Date Sampled -;{ i / /14

Time 3&“m§3?§ﬁg.é 30 Please Use Mittary Time, e g 3 00pm = 15,00
Check Time Zone: [A{EST []CST [ MST[JPST

Client Narme: ST1-Toha DD\GC~W"€‘

Y150 oodspon Bivcd. .

FReNumber: "3} 2- LE5 ~H400

PWS 1D# (i applicable): %

Sample ID or Source: DC - B%(;Mb\‘\?{’ -BBE ‘OQ“P

Lab Comments/Spesial Instructions:

Bource Type: 7] Spring [ wel @/ -Municipal [] Surface
[] Other:

Ciyasuate: Detrod, MI

(if Different than Above)

Sample Collected By: é_’ﬂ %Z o

7 (Signature)

Sazmple Collected Ey:m h@u o ﬁ& T

(Pleasg/Pant)
Form Completed By: /%{*0 ) /{wgf/&n
v

State Forms;

Lab Sample Information: .

Date Recsived: ,JUN 1 § 2016
Time Recelved: / Lf QQ
Received By:

[T} Sampie recaipt criteria & acceptable.
[7] Deviations from accegiable ample receipt critariz noted

on PSA form.

Additional Comments:

The loceation <. MQ‘L@L LS a Pu:}mr\q I 1NN e:mgi& #0 ;

F;r“){’ Draaa)

INCOMPLETE INFORMATION MAY DELAY ANALYSIS ANDIOR INVALIDATE RESULTS




tional Testin, General Compliance
Labaratﬁﬂes, Ltd " Order Number: 2077504
= Order Date: 05/16/2016 ,
iy Welec s oo e 36788 _ i
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: BF
G. 8. Group For Laboratory Use ONLY
Manica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #:

Lab Comments/Special Instructions:
Date Sampled :Wéwi”!mjwf &

Time Sa ﬁmg‘i’@%imf?mﬂ?&{)m Please Use Mitary Tme, e g 3 00pm = 15 0p
Check Time Zone: [E(EST cstmsT]psT

! izm‘si ﬁi%?@?% Wélﬁ Jok o Q(%%M%mwmwmw
LI 0wk "~ Bivel.
Rewiumber: 2173 - €35 - 4400

. F :
PWS ID# (if applicable)- A, Stato Forms
Sample 1D or Source: 0. - -0) -F
De. f-sement ~BBE 2l Lab Sample Information:
Source Type: [7] Spring [ Well {Q{ Municipal [} Surface Date Received:_| /\ JUN 16,2016
[] Other
- Time Received: b QQ
City & State: Pt port | ML Received B
(If Different than Above) y:
[T} sample racsipt cnten & acceptable.
Sample Collected By: A# %ﬁy (] Deviations from accegtable ample receipt criteria notad
o 7 (Signature) on PSA form.
Sample Collected By: }%,ror\; lz/a-uea{&)’k
(Ploaté Print)

Form Completed By: ’gn Feon Y aé,,,\
Wi

Additionat Comments:

vkb locodinm Samﬂiu{ 9 Dm& Cace Thie e Safvxé)‘b H 2 "
u 4 %{\

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS
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General Compliance

| Laboratoﬁes, Ltd, Order Number: 2077504
o B Order Date: 05/16/2016
Quality Water Analysiy Sample Number: l356789 g}mﬁ
1-800-458-3330 PFOdUCt: Lead On!y
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. S. Group For Laboratory Use ONLY
Monica Starks Lab Accounting Information:
17800 Woodward Ave
Detroit M 48203 Payment §:
Check #

Date Sampled : l< ;| f}é

Time 3&??’5?5%@»«&%& Ploase Use Miltary Tme. & o 3 00pm = 15 6o
Check Time Zone: m/ EST[]CsTJmMST[ ]PST

Client Mamae: : S
Ael deces ST, Tohn DG}! Cantt.
TSRS 4150 Ocbimen Bivo

%?\Qzﬁémé’f}m; 3)2-027% ((I{OO

PWS 1D# (if applicable): /\m

Sample 1D or Source: [). ~Bes ntack- GBE~03- P

Lab Comments/Spesial Instructions:

8tate Forms:

Source Type: (3 Sering [ Well [j Municipal [ Surface
[] Other.

Clty & State; De.frol‘% s Ml;

(! Different than Above)

Sample Coflected By: é, ,Mﬂ

/  (Signature)

lZs VA i{‘w}"{ﬁ}'\'

Sample Collected By:

Lab Sample info
Date Received:

[] Deviations from acce table sample recsipt critena noted

on PSA form.

(Plead Pant)

Form Complated By: ,4%?0 n /}q,qa{e. Y\
ok

Additional Comments: )
The locadion. ¢onnolocd

16 o “ﬂ%&%ﬁs}'fwxs i5 50»»/\«,??6 #3

(
_Ejfﬂfﬂﬁnu’x

INCOMPLETE INFORMATION MAY DELAY ANALYSIS AND/OR INVALIDATE RESULTS




ational Testin

General Compliance

Laboramnas, Ltd Order Number: 2077504 356790
‘ = Order Date: 05/16/2016 ‘
Quality Wader Arcyss Sample Number: T
1-800-458-3330 Product: Lead Only
Sample Paid: No Payment Method:
Sold To: TSR: EF
G. 8. Group For Laboratory Use ONLY
Monica Starks Lab Ascounting Information:
17800 Woodward Ave
Detroit M 48203 Payment $:
Check #

Date Sampled :Wém / / N Jmﬁ_

Time Sampi%{j:mgww:;%&)m., Piease Use Miitary Time, e.g 3 0pm = 15 00

Check Time Zone E/ EST [JCsTImSTJPST

Clisnt Name: ST ‘JQ}\% I’av\ Core

fdda s
& '?J?%m 4950 Oon»Mq,n Plye

e Number: 13825 - 4400

PWS ID# (if applicab

leh y&/ﬁ

Sampie 1D or Scurce: U ~foscrne ot - (‘S‘B 03" F

Lab Comments/Specinl instructions:

Source Type: ] Spring [ wel Municipal [ Surface

8tats Forms:

Lab Sample Informs

Date Received: |/ JM 206
Time Recsived: ' QQ
Received By: ..‘ BN

[[] Semple receipt critarid ched ed & acceptabla
[ peviations from accebtabid semple receipt critena noted
on PSA form

[] Other,
City & State: PDedvoil | ML
- {if Different than Above)
Sample Collected By: Iér‘ g
ASignaturs)
Sample Collected By: ,4"“ wi {%@»{LJ’\
(Pléase Print)

Form Completed By: %rnn A ;“‘KA‘L
. o

Additional Comments:

"ﬂu, ;ﬂr ;14;0}"\ ,f)&\'v\,ﬂte)d ¥5 [ p"‘mf‘a:\(‘\é i T‘Li% cS SQM'{)(&: #3 4

Flus\w

INCOMPLETE INFORMATION MAY DELAY ANALYSY

3 ANDIOR INVALID

ERESULTS




